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Numerical analysis of tsunami-triggered oil spill fires from petrochemical 
industrial complexes in Osaka Bay, Japan, for thermal radiation 
hazard assessment 
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b Yokohama National University, Tokiwadai 79-5, Hodogaya-ku, Yokohama 240-8501, Japan   
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A B S T R A C T   

This study assesses thermal radiation hazards from tsunami-triggered oil spill fires from petrochemical industrial 
complexes in Japan, and demonstrates that the assessment provides useful results for understanding how large an 
area will be exposed to high thermal radiation, and which tsunami vertical evacuation buildings will be in danger 
from the fires. A tsunami-triggered oil spill fire spread model was applied for the Port of Osaka, which has 
approximately 360 ha of petrochemical industrial complexes. A tsunami following a hypothetical magnitude 8.6 
earthquake along the Nankai Trough subduction zone was considered. Oil spills caused by the tsunami and fire 
spread over oil were numerically simulated for several scenarios by varying the initial ignition location and time. 
Hazard maps representing the spatial distribution of maximum radiant heat flux from the fires were created. The 
calculations showed that one tsunami vertical evacuation building was exposed to a radiant heat flux of 40 kW/ 
m2 or more in the worst-case scenario. Therefore, this building is likely to be ignited by the fires, and it is 
recommended that this building be used as little as possible for tsunami vertical evacuation. In addition, ten 
tsunami vertical evacuation buildings, which are not likely to be ignited, would, in several scenarios, be exposed 
to a radiant heat flux that exceeds the minimum heat flux that causes human skin burns. Therefore, when 
rooftops of these buildings are used for refuge areas, measures for shielding these areas from thermal radiation 
need to be implemented, such as mounting parapet walls on rooftops.   

1. Introduction 

The Tohoku earthquake had a moment magnitude of 9.0 and 
occurred off the coast of Japan in 2011. This earthquake has generated 
new challenges for preparedness against fires following tsunami in 
Japan, where fires following earthquakes have been of major concern. 
The massive tsunami following the earthquake struck wide areas of 
Tohoku and Kanto, and caused 124 fires in tsunami inundation areas 
[1]. The fires were incomparably larger in number than the 
tsunami-triggered fires in past earthquakes in Japan, such as the 1964 
Niigata earthquake and the 1993 Hokkaido earthquake. Hazardous 
flammable materials released by the tsunami were presumed to be major 
contributing factors to the occurrence of fires in tsunami inundation 
areas [2]. In particular, as much as 7530 kL of marine diesel oil was 
spilled from storage tanks in Kesennuma City, Miyagi Prefecture, by the 
tsunami, which had a height of up to 6 m off the coast of the city, and 

inundated an area of approximately 18 km2. Subsequently, the oil spill 
triggered large-scale fires that spread over Kesennuma Bay as shown in 
Fig. 1, and the fires affected some of the tsunami vertical evacuation 
buildings in the city [3,28]. According to previous fire experiments, 
burning wooden debris is presumed to ignite the oil floating on the sea 
by acting as a candle wick [4]. Because a megathrust earthquake similar 
to the Tohoku earthquake is expected to occur along the Nankai Trough 
subduction zone off the coast of Japan at some point in the future [30], 
there are concerns that a massive tsunami will trigger large-scale oil spill 
fires in coastal cities that have petrochemical industrial complexes. 
Since the 2003 Tokachi-oki earthquake, it has been recommended that 
oil storage tanks in Japan should reduce the amount of products in 
storage in order to prevent oil spill due to liquid sloshing caused by 
long-period ground motions [27]. However, sufficient preparedness 
against tsunami-triggered oil spill fires has not been achieved because of 
the lack of hazard assessment. In particular, tsunami vertical evacuation 
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buildings, which are known to be effective risk reduction options for 
coastal communities without accessible high ground [5,6], have been 
designated in great numbers without consideration of fires following 
tsunami since the Tohoku earthquake. Some tsunami vertical evacuation 
buildings are likely to be affected by fires in the vicinity of petrochem-
ical industrial complexes. 

Assessing thermal radiation hazards from tsunami-triggered oil spill 
fires is expected to be useful for gaining an understanding of how large 
an area will be exposed to high thermal radiation and which tsunami 
vertical evacuation buildings will be in danger from fires. Because nat-
ural hazard triggered technological (Natech) disasters have been of 
major concern [7,8], several researchers have analyzed hazardous ma-
terial releases triggered by tsunamis. Cruz et al. [9] analyzed the po-
tential consequences of tsunami scenarios and their impact on an oil 
refinery using numerical simulation of tsunami propagation and inun-
dation. Krausmann and Cruz [10] analyzed the impact of the tsunami 
following the 2011 Tohoku earthquake on chemical industries by col-
lecting accident information from open sources and conducting inter-
view surveys. Kyaw et al. [11] numerically simulated the spread of oil 
from industrial parks at Osaka Bay, Japan, caused by a tsunami 
following an earthquake in the Nankai Trough subduction zone. How-
ever, few studies have analyzed subsequent fires and thermal radiation 
hazards. Therefore, Nishino and Imazu [3] have developed a model for 
numerically simulating oil spills caused by tsunamis and fire spread over 
oil (hereinafter called the “tsunami-triggered oil spill fire spread 
model”), and simulated the fires that spread over Kensennuma Bay after 
the Tohoku earthquake to validate the model. Because the burning 
behavior of fires spreading over tsunami-driven oil was physically 
modeled, this model appeared to be applicable to the assessment of 
thermal radiation hazards from tsunami-triggered oil spill fires. 

The present study assesses thermal radiation hazards from tsunami- 
triggered oil spill fires from petrochemical industrial complexes in Japan 
in order to investigate how large an area will be exposed to high thermal 
radiation and to identify which tsunami vertical evacuation buildings 
will be in danger from the fires. The tsunami-triggered oil spill fire 
spread model was applied to the Port of Osaka, which is one of the major 
international trading ports in Japan and has approximately 360 ha of 
petrochemical industrial complexes. A tsunami following a hypothetical 
magnitude 8.6 earthquake along the Nankai Trough subduction zone 
was considered. Oil spills caused by the tsunami and fire spread over oil 
were numerically simulated for several scenarios by varying the initial 
ignition location and time. Hazard maps that represent the spatial 

distribution of maximum radiant heat flux from the fires were created. 

2. Study area 

Fig. 2 shows the location of the study area and the tsunami source 
model used in this study. The Port of Osaka is located in the northern 
area of Osaka Bay, Japan, and is approximately 200 km from the Nankai 
Trough, which lies in a subduction zone between the Eurasian and 
Philippine Sea plates off the coast of Japan, and has a length of 
approximately 700 km. The petrochemical industrial complexes, which 
have a total of 237 oil storage tanks, are distributed along the coast close 
to the urban areas of Osaka, which is the second largest city in Japan. A 
number of buildings are designated as tsunami vertical evacuation 
buildings by the local government of Osaka City. They were essentially 
constructed after 1982 from reinforced concrete or steel reinforced 
concrete, and are three stories or more high. The Central Disaster 
Management Council [12,13], under the auspices of the Cabinet Office 
of the Japanese Government, has developed several tsunami source 
models for megathrust earthquakes along the Nankai Trough subduction 
zone. Therefore, one tsunami source model for a hypothetical magnitude 
8.6 earthquake [29], called the Tonankai-Nankai earthquake, was 
selected for simulating tsunami propagation and inundation in this 
study. In the tsunami source model, a fault plane is divided into small 
dislocations, and the slip on each dislocation is given so that the model 
simulates estimated tsunami heights for the past earthquakes. 

Oil storage tank behavior under tsunami inundation can be roughly 
classified into six possible types as shown in Fig. 3 [32]; floating, sliding, 
tumbling, side-buckling by internal pressure rise, bottom-plate separa-
tion by inclining, and side-buckling by inclining. The Osaka Prefecture 
[14] has estimated the amount of oil spilled from the oil storage tanks in 
the petrochemical industrial complexes by floating and sliding caused 
by a tsunami. Floating and sliding are particularly important oil spill 
mechanisms because of the tsunami wave force and buoyancy. The 
estimated amount of oil spilled was up to 27,227 kL of petroleum 
products, such as gasoline, kerosene, fuel oil, and lubricating oil. This is 
because few measures have been implemented to protect oil storage 
tanks from tsunami inundation, although measures have been applied to 
protect oil storage tanks from seismic ground motion. 

3. Methodology 

Thermal radiation hazards from tsunami-triggered oil spill fires were 
assessed by sequentially conducting three kinds of numerical simula-
tions for (1) tsunami propagation and inundation, (2) oil spills caused by 
tsunami and fire spread over oil, and (3) thermal radiation from fires. 

3.1. Tsunami propagation and inundation 

A tsunami simulator based on computational fluid dynamics (STOC- 
ML), which has been developed by Tomita et al. [15], was used for 
numerically simulating the tsunami propagation and inundation. 
STOC-ML is a quasi-three-dimensional model based on hydrostatic ap-
proximations, in which the fluid body can be divided into multiple 
layers in the depth direction, and has been validated by comparing the 
calculated results with the tsunami waveforms recorded at tide stations 
in the 2011 Tohoku earthquake. Initial water surface elevation caused 
by the deformation of the sea bottom, which is needed for simulating the 
tsunami propagation and inundation, was calculated from the tsunami 
source model parameters using the method of Mansinha and Smylie 
[19]. Four nested domains, with grid sizes of 1350 m, 450 m, 150 m, and 
50 m, respectively, were applied to the computational domains from the 
fault to land as shown in Fig. 4. Although a grid size of 10 m is usually 
used for simulating tsunami inundation in urban areas, a grid size of 
50 m seemed to be adequate for the simulation in this study because 
most of the spilled oil was expected to be carried into the bay by the 
tsunami and contribute to fires there. Free transmission and zero 

Fig. 1. Tsunami-triggered oil spill fires that spread over Kesennuma Bay, 
Miyagi Prefecture, Japan, after the 2011 Tohoku earthquake: the photograph 
was taken by Ryosuke Onodera from the rooftop of a tsunami vertical evacu-
ation building. 
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gradient boundary conditions were applied at the outer edge of 
computational domains for water surface elevation and water velocity, 
respectively. Topography (ground elevation) and bathymetry data 
published by the Cabinet Office of the Japanese Government were used. 
Bottom friction at the sea floor was considered using Manning’s formula 
and its coefficient of roughness. Resistance of structures on land was also 
considered using Manning’s formula, and the coefficient of roughness 
was selected according to the type of the land use. The effects of seawalls 
were neglected because it was assumed that seawalls would be 
destroyed by seismic ground motion before the tsunami hits, that is, the 
analysis is based on a worst-case scenario. If the seawalls remain 
standing and are not overtopped by the tsunami, the oil spill fires will be 

smaller than those indicated by the results of this study. The effects of 
gates were also neglected in the worst-case scenario. The time increment 
was set to 0.6 s by considering the Courant-Friedrichs-Lewy condition. 

The governing equations used in STOC-ML [15] consist of a conti-
nuity equation that describes the conservation of mass, and Navier–-
Stokes equations that describe the conservation of momentum: 

∂
∂x
ðγxuÞþ

∂
∂y
�
γyv
�
þ

∂
∂z
ðγzwÞ¼ 0 (1)  

Fig. 2. Overview of the study area: (A) the location of the Port of Osaka and the tsunami source model for a hypothetical magnitude 8.6 earthquake along the Nankai 
Trough subduction zone [29], (B) the location of petrochemical industrial complexes in the Port of Osaka and tsunami vertical evacuation buildings (plotted in black) 
designated by the local government of Osaka City. The arrow shown in (A) represents the depth direction along the subduction zone. 
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where x and y are the rectangular coordinates in horizontal two di-
mensions, z is the vertical coordinate, u, v, and w are the fluid velocities 
of water in the x � , y � , and z� directions, respectively, t is the time, ρ is 
the water density, p is the pressure, g is the gravity acceleration, f0 is the 
Coriolis coefficient, γv is the volume fraction of water in each compu-
tational cell, γx, γy, and γz are the area fractions of water in surfaces of 
each computational cell, and νe is the effective kinematic viscosity co-
efficient. In these equations, the volume fraction of water and the area 
fractions of water are introduced to improve the prediction accuracy for 
computational cells located in the vicinity of sea bottoms and structures 
[17]. The effective kinematic viscosity coefficient νe is given by the eddy 
viscosity coefficient in the Smagorinsky turbulence model [25]. 

The water surface elevation η is calculated by the following equation, 
which is obtained by integrating the continuity equation from the bot-
tom to the surface: 

γv
∂η
∂t
þ

∂
∂x

Z η

� h
γxudzþ

∂
∂y

Z η

� h
γyvdz ¼ 0 (5)  

where h is the still water depth. 
The pressure p is given by the following hydrostatic equation: 

p¼ ρgðη � zÞ (6)  

3.2. Oil spills caused by tsunami and fire spread over oil 

The tsunami-triggered oil spill fire spread model (Fig. 5), which has 
been developed by Nishino and Imazu [3], was used for numerically 
simulating oil spills caused by tsunami and fire spread over oil. In this 
model, tsunami-triggered oil spill fires are regarded as an assemblage of 
disc-shaped burning oil particles floating on water; temporal locations 

were calculated in a horizontal two-dimensional coordinate system on 
the basis of tsunami flow velocities by considering oil spills from mul-
tiple locations. The burning zone, which was determined for each 
burning oil particle, was assumed to have expanded uniformly, 
regardless of the direction from the center of each burning oil particle, at 
a rate depending on the thickness. Fire spread from a burning oil particle 
to an unburned oil particle was assumed to occur when the burning zone 
was in contact with the unburned oil particle. The rate of heat release by 
combustion was calculated for each burning oil particle to predict the 
radiant heat flux from the fires, and the rate of volume loss by com-
bustion was also calculated. The fire was assumed to be extinguished 
when the oil particle thickness became smaller than 1 mm. The initial 
ignition, which is unpredictable, was assumed to occur in a single 
location in the same manner as the past tsunami-triggered oil spill fires 
in Japan. For example, in the 1964 Niigata earthquake, the fire started in 
a single location from suspected heat release in a chemical reaction 
between metal and seawater, and spread over oil spilled in the tsunami 
inundation area [31]; in the 2011 Tohoku earthquake, the fire also 
started in a single location from suspected burning floating debris, and 
spread over oil floating on the bay [28]. However, there is a possibility 

Fig. 3. Classification of oil storage tank behavior under tsunami inundation [32].  
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that multiple initial ignitions occur at various locations. In the present 
study, the initial ignition was provided by the initial burning of an oil 
particle by randomly selecting an oil particle and specifying the ignition 
time. 

The amount of oil spilled was based on the results estimated by the 
Osaka Prefecture [14]. However, gasoline is expected to vaporize 
immediately after being spilled, and a total of 22,404 kL of petroleum 
products excluding gasoline, such as kerosene, fuel oil, and lubricating 
oil, were considered as the oil spilled. The initial oil particle volume was 
set to 0.05 m3, and consequently, a total of 448,080 oil particles were 
considered. For simplicity, the properties of oil particles, which are ex-
pected to be mixtures of different petroleum products, were approxi-
mated by the properties of fuel oil that is expected to be spilled the most. 
The oil spill locations were set to 197 points to correspond with oil 
storage tank locations in Osaka. However, these number and locations 
are slightly different from the number and locations reported by the 
Osaka Prefecture because the present study determined the locations of 
oil storage tanks by scanning aerial photographs. The amount of oil 
spilled was assumed to be equally distributed among the oil storage 
tanks as the contents of the tanks. The oil spill was assumed to start at 
126 min after the earthquake regardless of location, when the water 

surface elevation was predicted to reach the maximum height around 
the petrochemical industrial complexes. The rate of oil spill was set to 
0.2 m3/s regardless of location by assuming that there was a small crack 
on the surface of each oil storage tank. 

Fig. 5. Schematic of a tsunami-triggered oil spill fire spread model [3].  

Fig. 6. Schematic of a simple calculation method for radiant heat flux from 
fires by isotropic radiation approximation. 

Fig. 4. Four nested domains used for the tsunami propagation and inundation simulation.  
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3.2.1. Oil particle location and shape 
The oil particle location Xo;i is given by the following equations, in 

which the displacement is assumed to be the sum of (1) the deterministic 
displacement resulting from the interface friction between oil and water 
and (2) the probabilistic displacements that describe the effect of the 
turbulence in water and the effect of the oil spreading caused by gravity 
and viscous force: 

Xo;i¼XI
o;i þ

Z t

ts;i
uo;idt þ ΔXw;i þ ΔXs;i (7)  

∂uo;i

∂t
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1=4 ffiffiffiffiffi

Δt
p

�
cosð2πξ3;iÞ

sinð2πξ4;iÞ

�

(10)  

where i is the identification mark for each oil particle, uo;i is the oil 
particle velocity resulting from the interface friction between oil and 
water, uw;i is the water velocity, XI

o;i is the initial oil particle location, 
ΔXw;i is the probabilistic displacement that describes the effect of the 
turbulence in water, ΔXs;i is the probabilistic displacement that de-
scribes the effect of the oil spreading caused by gravity and viscous 

Fig. 7. Inundation depth calculated by a tsunami simulator (STOC-ML). Tsunami vertical evacuation buildings designated by the local government of Osaka City are 
plotted in black. 

Fig. 8. Tsunami waveform calculated at a specific location near the petro-
chemical industrial complexes by the tsunami simulator (STOC-ML). The 
location of the calculated tsunami waveform is shown with a cross in Fig. 7. 
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Fig. 9. Calculation example of the dynamic state of tsunami-triggered oil spill fires: (A) 180 min, (B) 190 min, (C) 200 min, (D) 210 min, (E) 220 min, (F) 230 min, 
(G) 240 min, (H) 250 min, and (I) 260 min after the earthquake. The fire was assumed to break out at 180 min after the earthquake. Arrows represent water velocity 
vectors calculated by STOC-ML. Black particles and red particles represent unburned oil particles and burning oil particles, respectively. Black circles on white 
represent tsunami vertical evacuation buildings designated by the local government of Osaka City. (For interpretation of the references to colour in this figure legend, 
the reader is referred to the Web version of this article.) 
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force, do;i is the oil particle thickness, Cf is the friction coefficient (0.006 
was used, based on the hydraulic experiments conducted by Lau and 
Moir [20]), Cp is the spreading coefficient (0.115 was used, based on the 
hydraulic experiments conducted by Matsuzaki and Fujita [21]), κx;i and 
κy;i are the diffusion coefficients calculated based on the hydraulic ex-
periments conducted by Elder [22], ts;i is the start time of the spill, Δt is 
the time increment, m is the number of steps, ms;i is the number of steps 
corresponding to the start time of the spill, and ξ1;i, ξ2;i, ξ3;i and ξ4;i are 
uniform random numbers between 0 and 1 and were calculated using a 
multiplicative linear congruential generator [26]. 

The oil particle thickness do;i is given by the following equation, 
which calculates the average thickness for each cell in mesh dk: 

do;i� dk; dk ¼
Xno

i¼1
δikVo;i

,

b2 (11)  

where no is the number of oil particles, k is the identification mark for 
each cell, Vo;i is the oil particle volume, δik is a dummy variable that is 1 
if an oil particle i exists in the cell k and 0 if it does not, and b is the cell 
width. 

The oil particle radius ro;i is given by the following equation: 

ro;i¼

ffiffiffiffiffiffiffi
Ao;i

π

r

¼

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi

Vo;i
�

do;i

π

s

(12)  

3.2.2. Oil particle fire behavior 
The heat release rate by combustion _Qo;i is given by the following 

equation for each burning oil particle by assuming that the burning zone 
on each oil particle expands uniformly, regardless of direction from the 
center, at a rate depending on the thickness, and by assuming that the 
fire is extinguished when the oil particle thickness becomes smaller than 
1 mm: 

_Qo;i¼ΔHo

�

_m00b;pool �
1
Lv

�
koðTb � TwÞ

do;i

���
πr2

b;i

�
(13)  

∂rb;i

∂t
¼

�
1:2do;i þ 0:0016 ð0:001 � do;i < 0:007Þ

0:01 ð0:007 � do;iÞ
(14)  

where rb;i is the burning zone radius, ΔHo is the heat of combustion 
(42,000 kJ/kg was used), _m00b;pool is the mass loss rate per unit area ob-
tained from pool fire experiments with a sufficiently large diameter 
(0.045 kg/s/m2 was used based on the results of combustion experi-
ments conducted by Blinov and Khudyakov [23]), Tb is the boiling point 
of oil (603 K was used), Tw is the water temperature (283 K was used), ko 
is the effective heat transfer coefficient (3.5 � 10� 5 kW/m/K was used 
[3]), and Lv is the heat of vaporization (250 kJ/kg was used). 

The rate of volume loss by combustion is given as follows: 

Fig. 9. (continued). 
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∂Vo;i

∂t
¼ �

� _Qo;i

ΔHoρo;i

�

(15)  

where ρo;i is the oil particle density (820 kg/m3 was used). 
Fire spread from a burning oil particle to an unburned oil particle 

was assumed to occur when the burning zone contacts the unburned oil 
particle. Letting the burning oil particle and the unburned oil particle be 
i and j, respectively, the condition for fire spread occurring between oil 
particles is given by the following equation that considers the positional 
relationship between two circles: 
�
�Xo;i � Xo;j

�
� � rb;i þ ro;j and do;j � 0:001 (16)  

3.3. Thermal radiation from fires 

A simple calculation method, which was developed by Modak [16], 
was used for predicting the radiant heat flux from the fires (Fig. 6). The 

radiant heat flux from a flame, which is approximated by a point heat 
source, was calculated by assuming that the point heat source radiates 
uniformly in all directions, and the radiant energy passing through a 
surface at an equal distance from the point heat source is equal to that 
released from the flame per unit time. This method better predicts the 
radiant heat flux as the distance from the center of the flame increases or 
the flame becomes optically thinner. Letting a point heat source and a 
heat receiving surface with unit area be i and j, respectively, the radiant 
heat flux from a flame to the heat receiving surface _q00 ij is given by the 
following equation for each burning oil particle: 

_q00 ij¼
_QR;i

4πs2
ij

cosθij (17)  

where _QR;i is the radiant energy released from a flame per unit time, sij is 
the distance between the point heat source and the heat receiving sur-
face, and θij is the angle between the outward vector normal to the heat 

Fig. 10. Hazard maps representing the maximum radiant heat flux at any point in time for each scenario considered. Eight scenarios were considered by varying the 
initial ignition condition: the initial ignition time was assigned four different values (180 min, 210min, 240 min, and 270 min after the earthquake), and the initial 
ignition location was varied in two ways for each initial ignition time considered. (A) 180 min-1, (B) 180 min-2, (C) 210 min-1, (D) 210 min-2, (E) 240 min-1, (F) 240 
min-2, (G) 270 min-1, and (H) 270 min-2. Tsunami vertical evacuation buildings designated by the local government of Osaka City are plotted in black. 
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receiving surface and the heat ray of radiation. 
According to fire experiments by McCaffrey [18], the radiant energy 

of diffusion flames is approximately 20%–40% of the heat release rate. 
Thus, the radiant energy released from a flame per unit time _QR;i is given 
as follows: 

_QR;i¼ χR
_Qo;i (18)  

where χR is the percentage of energy consumed by thermal radiation in 
the heat release rate (0.3 was used). 

The total radiant heat flux from all flames formed above burning oil 
particles to the heat receiving surface _q00R;j was calculated using the 
following equation: 

_q00R;j¼
Xnb

i¼1

 
χR

_Qo;i

4πs2
ij

cosθij

!

(19)  

where nb is the number of burning oil particles. 
To conservatively assess the radiant heat flux from the fires, the ra-

diation shielding by structures was neglected. Moreover, the horizontal 
distance was substituted into the distance between the point heat source 

and the heat receiving surface sij, and the heat receiving surface with 
unit area was assumed to be a sphere, that is, cosθij was set to 1. 

4. Results and discussion 

Fig. 7 shows the inundation depth calculated by the tsunami simu-
lator (STOC-ML). The tsunami rushed to urban areas located several 
kilometers from the coast; and consequently, a broad area in the vicinity 
of the Port of Osaka was inundated. The inundation depth within the 
petrochemical industrial complexes was calculated to be approximately 
1 m. Fig. 8 shows the tsunami waveform calculated at a specific location 
near the petrochemical industrial complexes. The location of the 
calculated tsunami waveform is shown with a cross in Fig. 7. The water 
surface elevation reached its maximum height (2.2 m) 126 min after the 
earthquake. Repeated backwash and anaseism occurred over a period of 
approximately 60 min. 

Fig. 9 shows a calculation example of the dynamic state of tsunami- 
triggered oil spill fires. In this simulation, the fire was assumed to break 
out 180 min after the earthquake. At the time of the outbreak of fire, the 
oil particles were already spilled in the bay from oil storage tanks. 
However, the oil particles were concentrated near the petrochemical 

Fig. 10. (continued). 
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industrial complexes at this time. After the outbreak, the fire spread to 
surrounding oil particles one after another and immediately developed 
into large-scale fires on the bay near the south area of the petrochemical 
industrial complexes. The average fire spread rate until 200 min after 
the earthquake (until 20 min after the initial ignition), when the burning 
area reached its peak, was calculated to be approximately 150 m2/s. 
After that, some of the burning oil particles were carried in a northerly 
direction by the tsunami, and transformed the bay near the northern 
area of petrochemical industrial complexes into a sea of flames. The 
tsunami velocity field, which complexly changed over time throughout 
the fires, greatly affected the dynamic states of the fires. 

Fig. 10 shows hazard maps that represent the maximum radiant heat 
flux at any point in time for each scenario considered. Eight scenarios 
were considered by varying the initial ignition condition; the initial 
ignition time was assigned four different values (180 min, 210 min, 
240 min, and 270 min after the earthquake), and the initial ignition 
location was varied in two ways for each initial ignition time considered. 
The zone exposed to high thermal radiation was calculated to usually 
occur in and around the petrochemical industrial complexes, although 
there was great variability in spatial distribution of maximum radiant 
heat flux. The total area of the high thermal radiation exposure zone was 
calculated to be up to approximately 16 km2. However, the zone shows a 
tendency to be localized when compared with the tsunami inundation 
zone. As shown in figures B, D, E, and G, one tsunami vertical evacuation 
building, the nearest evacuation building to the petrochemical industrial 
complexes, was calculated to be exposed to a radiant heat flux of 20 kW/ 
m2 or more in several scenarios, and 40 kW/m2 or more in the worst- 
case scenario. Therefore, this building is likely to be ignited by the 
fires, and it is recommended that this building be used as little as 
possible for tsunami vertical evacuation. In addition, ten tsunami ver-
tical evacuation buildings that are not likely to be ignited by the fires 
were calculated to be exposed to a radiant heat flux of over 2 kW/m2 in 
several scenarios. A radiant heat flux of 2 kW/m2 is known to be the 
minimum radiant heat flux that causes human skin burns [24], and has 
been recommended as the criterion for the planning of urban refuge 
areas to protect against conflagrations in Japan. Therefore, when roof-
tops of these buildings are used for refuge areas, measures for shielding 
these areas from thermal radiation need to be implemented, such as 
mounting parapet walls on rooftops. 

5. Conclusions 

A tsunami-triggered oil spill fire spread model was applied to 
petrochemical industrial complexes in the Port of Osaka, Japan, to assess 
thermal radiation hazards from the fires. A tsunami following a hypo-
thetical magnitude 8.6 earthquake along the Nankai Trough subduction 
zone was considered. Oil spills caused by the tsunami and fire spread 
over oil were numerically simulated for several scenarios by varying the 
initial ignition location and time. Hazard maps representing the spatial 
distribution of maximum radiant heat flux from the fires were created. 
The calculations showed that one tsunami vertical evacuation building 
was exposed to a radiant heat flux of 40 kW/m2 or more in the worst- 
case scenario. Therefore, this building is likely to be ignited by the 
fires, and it is recommended that this building be used as little as 
possible for tsunami vertical evacuation. In addition, ten tsunami ver-
tical evacuation buildings that are not likely to be ignited by the fires 
were calculated to be exposed, in several scenarios, to a radiant heat flux 
above the minimum heat flux that causes human skin burns. Therefore, 
when rooftops of these buildings are used for refuge areas, measures for 
shielding these areas from thermal radiation need to be implemented, 
such as mounting parapet walls on rooftops. 

In contrast to usual cases where only direct impacts of tsunamis on 
assets are considered, this study investigated secondary impacts of tsu-
namis due to cascade effects that has not been sufficiently considered. 
Under the present circumstances where the tsunami-triggered fire risk of 
tsunami vertical evacuation buildings is neglected in disaster 

preparedness, this study clarified which the buildings in the Port of 
Osaka will be in danger from oil spill fires following a possible tsunami 
and presented recommendations for protecting people from the fires. 
However, the results are limited because hazard maps were determined 
for only one possible tsunami scenario. The variability of tsunamis was 
not discussed in this paper. Other tsunami scenarios will result in 
different spatial patterns for the hazards. To more comprehensively 
assess thermal radiation hazards from the fires, a probabilistic hazard 
assessment methodology needs to be developed that considers the un-
certainty of tsunamis as well as the uncertainty of ignitions. Further-
more, the hazard assessment methodology is expected to be useful for 
assessing additional property damage to the built environment by fires 
beyond those caused directly by the tsunami. Further research needs to 
be conducted to analyze impacts of tsunami on properties, including 
secondary impacts caused by cascade effects. 
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